NOTE: MOUNT DUSK TO DAWN

SCADA RTU TERMINAL (RTU TB)
PLUG BOOST TRANSFORMER 100 AMP SQUARE D
ONLY IF SERVICE IS NON FUSIBLE
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120/208 @
O CONTROL TO POINT TERMINAL (OUTPUTS) GENERATOR SET / NEMA 4X
YAN CONTROL TO POINT TERMINAL (INPUTS) _| |_
NOTE:
[ciB] CONTROL TERMINAL (CTB) 120/240 VOLT SERVICE

HIGH LEG WILL BE C PHASE
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